
4 button Comfort Control Thermostat Reset 
 
 
 
 
 
 
 
 
 

1. Turn on thermostat “ON”. To ensure data and lights are present.  If data and lights 
are present, continue to next step.  If data and light are not present please take it to 
a service center in your area.  

 
2. Press the MODE switch to activate light. 

 
3. Press and hold both the temperature UP and DOWN buttons. 

 
4. While holding these buttons down, press the MODE button once and release. 

 
5. Release both the temperature UP and DOWN button. 

 
6. Press the MODE button once again. 

 
7. The light should go out, and the mode should register “OFF”.  If not repeat steps 

2-6. 
 
Resetting the thermostat will erase all previous memory and will revert back to factory 
setting of 72 degrees F for cooling mode and 68 degrees for heating modes.  
 
 

 
 
 

 


