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220/240 VAC 50/60 Hz Adapter
Installation Instructions

1. Remove the adapter box cover.

2. Note four-position connector.

3. Install cable strain relief.

4. Find space to mount adapter to determine cable
length.

5. Connect 220/240 VAC to the left two terminals
of the four-position connector.  See Figure.

6. Connect the 110/120 VAC cable going to the
Dometic System to the right two terminals. See
Figure.

Note: A single adapter is required for each system
circuit.

7. The 220/240 VAC ground wire and the 110/120
VAC ground wire should be connected to the
ground screw inside the adapter box.

8. Use ground screw, washer and nut provided.

9. There are four holes provided at each corner of
the bottom of the box.  The box should be se-
curely mounted with four bolts or screws.

10. Replace adapter box cover.




