O
IMPORTANT

THIS DEVICE MUST BE
PROPERLY INSTALLED TO ENSURE ITS
PROPER OPERATION

This device helps prevent Unit Evaporator Coil from
freezing over during cooling operation.

1. Snap the freeze control in the bottom center of
the evaporator coil.
2. Itmust be snapped to the second row of tubing
just above the lip of the drain pan.
3. Face of freeze control must be tight against
fins.
(Refer to illustration on back)
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Place Freeze
Control At Bottom
a9~ Center Of Evapora-
<\ torcoil

Drain Pan

See Reverse Side



