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RECORD THIS UNIT INFORMATION FOR
FUTURE REFERENCE:
Model Number
Serial Number
Date Purchased

FOR
MODELS

RM2652, RM2852, RM2862, RM3862, NDR1062, NDR1292,
NDR1402, NDR1492

KIT NUMBER
3108705.702 w/ Heater

RM2652, RM2852, RM2862,
RM3862,

3107665.006 w/ Heater
NDR1062

3108705.587 w/ Heater
NDR1272

3108706.668 w/ Heater
NDR1292, NDR1492

3108706.676 w/ Heater
NDR1492

3108110.850
NDR1402
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A. GENERAL INSTRUCTIONS
AND OPERATION

1. The refrigerator must be connected to 120 volts AC
(VAC) before the ice maker can operate. The water valve
supplying the refrigerator must be turned on, and the ice
level bail arm in the fully down position. See Figure 1).

2. On absorption driven ice maker models, the refrigerator
thermostat setting will directly influence the ice yield of
the unit.  When operating the refrigerator thermostat
control at a "MID" or "LOWER" setting, the thermostat
should be placed to a higher setting during expected ice
maker production or demand.  When not requiring high
ice making yields, the refrigerator should be positioned
back to a normal operating setting.

3. When the ice maker thermostat senses the preset
temperature for the ejection of the ice cubes, the fingers
will start to rotate, dumping any ice cubes and filling the
mold with water. When the storage container is full, the
bail arm will come in contact with the ice cubes. The bail
arm cannot return to the full down position and the ice
production is stopped until the bin is emptied, or ice
cubes are removed.

4. To prevent water from splashing out of the mold assem-
bly when your recreational vehicle is moving, raise the
bail arm to the full "UP/OFF" position about 1-1/2 hours
before departing. This will allow the water in the mold to
freeze.

5. Due to the continued influx of water to the ice maker
mechanism and freezer compartment, frost formation
will naturally be accelerated in any absorption ice maker
model.  A frost accumulation of approximately 1/2 inch
or thicker accumulation will begin to impede the cooling
and ice making production of the unit.  A simple defrost
operation may be required to resume normal ice maker
production.

Down
Position

Ice level
bail arm

FIG. 1

SAFETY INSTRUCTIONS

This manual has safety information and instruc-
tions to help users eliminate or reduce the risk of
accidents and injuries.

RECOGNIZE SAFETY INFORMATION

This is the safety-alert symbol. When you see this
symbol in this manual, be alert to the potential for
personal injury.

Follow recommended precautions and safe op-
erating instructions.

UNDERSTAND  SIGNAL WORDS

A signal word , WARNING OR CAUTION is used
with the safety-alert symbol. They give the level of
risk for potential injury.

 indicates a potentially hazard-
ous situation which, if not avoided, could result in
death or serious injury.

indicates a potentially hazard-
ous situation which, if not avoided, may result in
minor or moderate injury.

used without the safety alert
symbol  indicates, a potentially hazardous situa-
tion which, if not avoided, may result in property
damage.

Read and follow all safety information and instruc-
tions.

!

WARNING!

CAUTION

CAUTION!



3

B. WATER SUPPLY
The water supply system must have a minimum pressure of
15 pounds per square inch gauge (psig). A  1/4" diameter
water line to the water valve should be used at the rear of the
refrigerator. The water line must have a manual shut off valve
placed where it is easily accessible.

C. HOW TO ADJUST SIZE OF CUBES
Note: If the ice maker was cleaned and drained, no ice cubes
will be dumped into the bin during the first cycle.

1. The first few cycles may have small cubes due to air
trapped in the water lines. The first container of ice
cubes should be dumped if the water system has been
winterized or not used for several weeks.

2. Once the ice maker has run through several cycles and
if cubes are too small or sticking together, adjustment
is necessary on the amount of water entering the mold.

3. Remove the protective cover from the ice maker mecha-
nism. See Figure 2.

4. Locate the adjusting screw under the protective cover.
Turn the screw counterclockwise to increase the size of
cubes. Turn the screw clockwise to decrease the cube
size or if the mold is overfilling, and the cubes are stuck
together.

Important: To prevent overfilling, DO NOT turn the
adjustment screw more than one revolution at a time.
Allow the ice maker to cycle several times before
another adjustment is made. Be sure to replace the
protective cover on the cycle after the adjustments are
complete.

E. HOW TO DRAIN THE ICE MAKER
Note: Water, compressed air and AC power are required to
drain the ice maker.  Draining of the ice maker must be done
by a qualified service technician.

Adjusting Screw

Cover

FIG. 2

1. If the RV will not be in use for an extended period of time
or put into storage, the ice maker should be drained and
dried.  This will prevent water from freezing in the solenoid
valve or becoming stale and producing bad tasting ice.

2. Close the shut off valve in the water supply line to the ice
maker. See Figure 3.

3. Place a shallow pan under the water solenoid valve.

4. The inlet fitting should be removed from the water
solenoid valve. Drain water from the supply line. See
Figure 3.

5. Remove the plastic nut and water line from the outlet side
of the water solenoid valve. Drain water from line. See
Figure 3.

6. Connect compressed air onto the inlet fitting of the water
solenoid valve.  See FIG. 3.  Apply AC power to the
solenoid valve by forcing the ice maker mold assembly
through several harvest cycles. Remove the plastic cover
from the mold assembly.  The bail arm must be in the
down ("ON") position.  Start the harvest cycle with a flat
blade screw driver inserted into the center of the small
gear.  Turn the gear counterclockwise, when the hold
switch closes, the mold assembly will continue to
operate through the harvest cycle.  See FIG. 4.  During
the water fill sequence of the harvest cycle the com-
pressed air will blow out the water trapped in the solenoid
valve.  Repeat the harvest cycle operation several times.

Note: Up to 20 PSIG air pressure can be used to clear the
solenoid valve. AC power can be applied to the solenoid valve
for a maximum of 20 seconds.

7. Make sure that the metal sleeve is in the plastic
water line to the ice maker.  Reconnect the inlet and
outlet water lines on the water solenoid valve. Leave the
water supply turned off. See Figure 3.

8. Dry out the ice maker mold assembly with a soft cloth.
Place bail arm in the "UP/OFF" position.

Inlet Fitting

Water Supply
Line
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1/4” Water
Line to Ice Maker
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FIG. 3 - SOLENOID VALVE
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D. WINTER OPERATION
1. Your refrigerator is equipped with a heater tape wrapped

around the water solenoid valve and outlet water tube.
During cold weather operation below 32 degrees F (0
degrees C) the automatic temperature switch will turn
the heater tape on automatically.  If the recreational
vehicle is in storage and the DC power is turned "OFF"
there will be no 12 V DC present to operate the heat tape;
therefore, it will be necessary to drain the ice maker.
If temperatures are expected to reach or exceed 0
degrees F (-18 degrees C) the ice maker must be
drained.

Follow the instructions in Section E - How to Drain the
Ice Maker.

FIG. 4
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