
IMPORTANT
THIS DEVICE MUST BE 

PROPERLY INSTALLED TO ENSURE ITS PROPER OPERATION
This device helps prevent Unit Evaporator Coil from freezing 
over during cooling operation.

4579, 4591, 4595,
579, 590, 591 and 595 Series

1.	 Insert the Freeze Control Sensor approximately 1” into 
the evaporator coil fins as shown below. Bend fins over sensor 
to secure in place.
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IMPORTANT
THIS DEVICE MUST BE 

PROPERLY INSTALLED TO ENSURE ITS PROPER OPERATION
This device helps prevent Unit Evaporator Coil from freezing 
over during cooling operation.

600, 640, 630 and 650 Series
1.	 Insert the Freeze Control Sensor approximately 1” into 
the evaporator coil fins as shown below. Bend fins over sensor 
to secure in place.
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